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QUESTION:  In the "Groundwater Monitoring Events" section of the bid workscope...It 
says that "Please note that the method for EDB must have adequately low detection 
limits".  Please explain what you mean by "adequately low"....PAL level? 
 

 

ANSWER:  "Adequately low" means the detection limit is at or below the ES for 
EDB (.05). 


